This article describes an aging study of a foam-vacuum insulation panel (VIP) composite insulation board installed on a test wall in a natural exposure test facility through a 30-month period. Silica-based VIPs with a polymeric barrier film were used in this study. The study results showed the effectiveness of a VIP-based insulation to reduce the heat gains and losses through a wall compared to regular rigid foam insulation of the same thickness. However, the long-term performance monitoring indicated a gradual decline in the thermal performance of the foam-VIP composite. In addition, one-dimensional numerical models were created to simulate the in situ behavior of the foam-VIP composite. One model utilized constant thermal conductivities of the test wall components and another utilized temperature-dependent thermal conductivities; the latter used measurements of conductivity over temperatures ranging from −15 to 55 • C. The results of the simulations emphasized the need to use both temperature and time-dependent material properties for accurately predicting the long-term performance of VIP-based insulation systems.
Introduction
A study by the United States (U.S.) Energy Information Administration, estimated an increase in global energy consumption by about 45% from 2017 to 2040 [1, 2] . The building sector contributes to about 40% of the energy consumption, highest among all sectors, and 30% of the CO 2 emissions [3, 4] . Thus, reducing building energy consumption would play a crucial role on a path towards future sustainability. Reducing the overall thermal transmittance of building envelopes is a key aspect for better thermal comfort and reduced energy consumption of buildings. The need for insulation materials with better thermal properties led researchers to investigate vacuum insulation panels (VIPs) [5] for building applications such as exterior walls of apartment buildings [6] , multi-layered wall components with VIPs [7] , etc. VIPs can achieve center-of-panel (COP) conductivities of 0.003-0.005 W/m·K, which are much lower than traditional building insulation materials [8] . Despite their superior performance, implementation of VIPs in buildings faces challenges regarding their service life and performance under realistic climate conditions [9, 10] . There are only a handful of studies on aging of VIPs in real building applications [11] [12] [13] . In addition to the change in thermal performance over time, insulation materials, Figure 1 . Multiple test walls under evaluation at the Charleston NET facility; the two test walls relevant to this study are highlighted using a dashed red box.
Two side-by-side test walls were installed for long-term evaluation and comparison: one with the composite foam-VIP board as the exterior continuous insulation (CI) layer and another with 5.1 cm regular PIR board as the CI. Except the exterior CI layer, both test walls were built identically: interior sheathing (1.3 cm gypsum board), wood framing (studs), cavity insulation (fiberglass batts of nominal thermal resistance 2.3 m 2 ·K/W) and exterior sheathing (1.3 cm oriented strand board or OSB). The studs were "2 × 4", i.e., 8.9 cm deep and 3.8 cm thick. Figure 2 shows a schematic representing the plan view (cross-section) of the test wall with the foam-VIP composite, along with the locations of various sensors, and a photograph of a vertical section of the foam-VIP test wall with the sensors installed on the interior OSB surface. In the second test wall, the foam-VIP composite was replaced with regular PIR board of the same thickness (5.1 cm). The sensors were scanned at 60 s intervals and time-averaged data were recorded on an hourly basis. 
Thermal Conductivity Measurements
Conductivities of materials were measured according to ASTM C518 [20] using an HFM. The HFM consists of two independently temperature-controlled plates with embedded heat flow sensors that sandwich the test specimens. By measuring the temperature difference across the sample, the heat flow and the sample thickness, the conductivity of the sample can be determined following Fourier's law, assuming one-dimensional heat flow. The samples used for measurements were nominally 0.61 m x 0.61 m and of the same thickness as the materials used in the test walls. The measurement area, i.e., the size of the embedded heat flow sensors, within the HFM plates was 25.4 cm × 25.4 cm. The stated uncertainty of the conductivity measurements using the HFM is ±1%.
The foam-VIP composite consisted of the VIPs sandwiched by 1.3 cm of high-density PIR and 1.3 cm regular-density PIR [14] ; in further discussions, the high-density PIR is referred to as HD-PIR and PIR refers to regular-density PIR. The VIPs used for the conductivity measurements were created by the same manufacturer using the same raw materials (fumed silica core and polymeric barrier film) but were from a different batch from the VIPs used to create the foam-VIP composites. HD-PIR Figure 1 . Multiple test walls under evaluation at the Charleston NET facility; the two test walls relevant to this study are highlighted using a dashed red box.
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Conductivities of materials were measured according to ASTM C518 [20] using an HFM. The HFM consists of two independently temperature-controlled plates with embedded heat flow sensors that sandwich the test specimens. By measuring the temperature difference across the sample, the heat flow and the sample thickness, the conductivity of the sample can be determined following Fourier's law, assuming one-dimensional heat flow. The samples used for measurements were nominally 0.61 m × 0.61 m and of the same thickness as the materials used in the test walls. The measurement area, i.e., the size of the embedded heat flow sensors, within the HFM plates was 25.4 cm × 25.4 cm. The stated uncertainty of the conductivity measurements using the HFM is ±1%.
The foam-VIP composite consisted of the VIPs sandwiched by 1.3 cm of high-density PIR and 1.3 cm regular-density PIR [14] ; in further discussions, the high-density PIR is referred to as HD-PIR and PIR refers to regular-density PIR. The VIPs used for the conductivity measurements were created by the same manufacturer using the same raw materials (fumed silica core and polymeric barrier film) but were from a different batch from the VIPs used to create the foam-VIP composites. HD-PIR and PIR samples of 1.3 cm thickness were obtained from the same foam manufacturer that created the foam-VIP composite boards.
Simulation Methodology
The simulations were performed using the Heat Transfer Module of COMSOL Multiphysics (https://www.comsol.com/heat-transfer-module). For this study, a one-dimensional model was utilized, as shown in Figure 3 and PIR samples of 1.3 cm thickness were obtained from the same foam manufacturer that created the foam-VIP composite boards.
The simulations were performed using the Heat Transfer Module of COMSOL Multiphysics (https://www.comsol.com/heat-transfer-module). For this study, a one-dimensional model was utilized, as shown in Figure 3 The simulations were performed using both constant and temperature-dependent thermal conductivities of all wall materials. The constant thermal conductivities were based on measurements at a mean temperature of 23.9 °C, which is the temperature at which thermal resistance of insulation materials are typically rated in North America. The temperature-dependent thermal conductivities were measured at mean temperatures ranging from -10 to 50 °C. Table 1 lists the material properties used in the constant conductivity ('kc') simulations. Values of specific heat ('cp') and density ('ρ') were based on measurements and commonly available literature for building material properties. 
Results and Discussion

Natural Aging Results
Here, comparative temperatures and heat fluxes from the test walls with the foam-VIP composite and regular PIR board are presented and discussed. Figure 4 compares the temperature distributions across the two test walls over several days during summer of 2017. 'Ext.' and 'Int.' refer to the surfaces of the OSB and gypsum ('Gyp.') layers facing towards the building exterior and interior conditioned space, respectively. The exterior and interior surface temperatures were similar for the two test walls, as these temperatures are driven by the outdoor and interior conditions, respectively. However, there are discernible differences in the measured OSB surface temperatures of the two walls. As expected, the foam-VIP composite is much more effective than PIR in dampening the temperature fluctuations due to the outside surface temperatures. The simulations were performed using both constant and temperature-dependent thermal conductivities of all wall materials. The constant thermal conductivities were based on measurements at a mean temperature of 23.9 • C, which is the temperature at which thermal resistance of insulation materials are typically rated in North America. The temperature-dependent thermal conductivities were measured at mean temperatures ranging from −10 to 50 • C. Table 1 lists the material properties used in the constant conductivity ('k c ') simulations. Values of specific heat ('c p ') and density ('ρ') were based on measurements and commonly available literature for building material properties. 
Results and Discussion
Natural Aging Results
Here, comparative temperatures and heat fluxes from the test walls with the foam-VIP composite and regular PIR board are presented and discussed. Figure 4 compares the temperature distributions across the two test walls over several days during summer of 2017. 'Ext.' and 'Int.' refer to the surfaces of the OSB and gypsum ('Gyp.') layers facing towards the building exterior and interior conditioned space, respectively. The exterior and interior surface temperatures were similar for the two test walls, as these temperatures are driven by the outdoor and interior conditions, respectively. However, there are discernible differences in the measured OSB surface temperatures of the two walls. As expected, the foam-VIP composite is much more effective than PIR in dampening the temperature fluctuations due to the outside surface temperatures. Figure 5 shows the measured hourly heat flows (q, W/m 2 ) through the two test walls at the OSBcavity interface. It is noted that the HFTs used for these evaluations measure the heat flows through a small area that is coincident with the center of the VIPs and therefore do not represent the overall performance of the foam-VIP composite board vs. the regular PIR. However, these measurements are useful in understanding the long-term behavior of the foam-encapsulated VIPs. Figure 6 compares the monthly integrated heat gains and losses from the test walls, measured at the OSB-cavity interface; the heat loss magnitudes are shown without the negative sign. Monthly heat gains were calculated by integrating the positive hourly heat flows into the building; monthly heat losses were calculated by integrating the negative heat flows that were going from the building to the outside. As expected, the peak heat gains and losses were substantially lower with the foam-VIP composite board. Figure 5 shows the measured hourly heat flows (q, W/m 2 ) through the two test walls at the OSB-cavity interface. It is noted that the HFTs used for these evaluations measure the heat flows through a small area that is coincident with the center of the VIPs and therefore do not represent the overall performance of the foam-VIP composite board vs. the regular PIR. However, these measurements are useful in understanding the long-term behavior of the foam-encapsulated VIPs. Figure 6 compares the monthly integrated heat gains and losses from the test walls, measured at the OSB-cavity interface; the heat loss magnitudes are shown without the negative sign. Monthly heat gains were calculated by integrating the positive hourly heat flows into the building; monthly heat losses were calculated by integrating the negative heat flows that were going from the building to the outside. As expected, the peak heat gains and losses were substantially lower with the foam-VIP composite board. Figure 5 shows the measured hourly heat flows (q, W/m 2 ) through the two test walls at the OSBcavity interface. It is noted that the HFTs used for these evaluations measure the heat flows through a small area that is coincident with the center of the VIPs and therefore do not represent the overall performance of the foam-VIP composite board vs. the regular PIR. However, these measurements are useful in understanding the long-term behavior of the foam-encapsulated VIPs. Figure 6 compares the monthly integrated heat gains and losses from the test walls, measured at the OSB-cavity interface; the heat loss magnitudes are shown without the negative sign. Monthly heat gains were Next, the percent reduction in monthly heat gains and losses due to the foam-VIP composite board compared to the regular PIR board were calculated during summer and winter months of subsequent years, and are shown in Figure 7 . The percent reductions were observed to be progressively lower during subsequent years. For example, during December 2016, the percent reduction in the monthly heat loss with the composite board compared to the PIR board was 52.5%, but the percent reductions dropped to 47% and 43.4% during December 2017 and December 2018, respectively. Considering the winter months of December, January, February and March, the average percent reductions during the three years were 54%, 48% and 45.2%. Thus, the average drop in percent reduction from year 2 (2017-18) to year 3 (2018-19) was 2.8, which is about half that of the average drop of 6 from year 1 (2016-17) to year 2 (2017-18). Next, the percent reduction in monthly heat gains and losses due to the foam-VIP composite board compared to the regular PIR board were calculated during summer and winter months of subsequent years, and are shown in Figure 7 . The percent reductions were observed to be progressively lower during subsequent years. For example, during December 2016, the percent reduction in the monthly heat loss with the composite board compared to the PIR board was 52.5%, but the percent reductions dropped to 47% and 43.4% during December 2017 and December 2018, respectively. Considering the winter months of December, January, February and March, the average percent reductions during the three years were 54%, 48% and 45.2%. Thus, the average drop in percent reduction from year 2 (2017-18) to year 3 (2018-19) was 2.8, which is about half that of the average drop of 6 from year 1 (2016-17) to year 2 (2017-18). Considering the summer months, the average reductions during 2017 and 2018 were 47.4% and 44.5%. It is further noted that the percent reductions in heat flows with the foam-VIP composites vs. regular PIR were lower during the summer months compared to the winter months during corresponding years of aging. A possible reason is that the combination of high temperature and high humidity during summer months has an adverse impact on the thermal performance of VIPs; such impacts have been shown in past aging studies such as [10] . Figure 8 shows the outdoor temperature and relative humidity (RH) during the aging test period. The maximum daily RH was close to 100% at all times, but combined with the high temperature during summer periods, the overall thermal performance of the foam-VIP composite is expected to be lower during summer months. The tests are ongoing to collect more data and evaluate how the percent reductions change over additional years. However, the data so far suggest a small but discernible degradation in thermal performance of the foam-VIP composite boards compared to regular PIR. The VIPs used in the composite contained a polymeric barrier film. Replacing the polymeric film with a metallized film is expected to yield better long-term performance. Considering the summer months, the average reductions during 2017 and 2018 were 47.4% and 44.5%. It is further noted that the percent reductions in heat flows with the foam-VIP composites vs. regular PIR were lower during the summer months compared to the winter months during corresponding years of aging. A possible reason is that the combination of high temperature and high humidity during summer months has an adverse impact on the thermal performance of VIPs; such impacts have been shown in past aging studies such as [10] . Figure 8 shows the outdoor temperature and relative humidity (RH) during the aging test period. The maximum daily RH was close to 100% at all times, but combined with the high temperature during summer periods, the overall thermal performance of the foam-VIP composite is expected to be lower during summer months. Considering the summer months, the average reductions during 2017 and 2018 were 47.4% and 44.5%. It is further noted that the percent reductions in heat flows with the foam-VIP composites vs. regular PIR were lower during the summer months compared to the winter months during corresponding years of aging. A possible reason is that the combination of high temperature and high humidity during summer months has an adverse impact on the thermal performance of VIPs; such impacts have been shown in past aging studies such as [10] . Figure 8 shows the outdoor temperature and relative humidity (RH) during the aging test period. The maximum daily RH was close to 100% at all times, but combined with the high temperature during summer periods, the overall thermal performance of the foam-VIP composite is expected to be lower during summer months. The tests are ongoing to collect more data and evaluate how the percent reductions change over additional years. However, the data so far suggest a small but discernible degradation in thermal performance of the foam-VIP composite boards compared to regular PIR. The VIPs used in the composite contained a polymeric barrier film. Replacing the polymeric film with a metallized film is expected to yield better long-term performance. The tests are ongoing to collect more data and evaluate how the percent reductions change over additional years. However, the data so far suggest a small but discernible degradation in thermal performance of the foam-VIP composite boards compared to regular PIR. The VIPs used in the composite contained a polymeric barrier film. Replacing the polymeric film with a metallized film is expected to yield better long-term performance.
Measured Thermal Conductivities
Temperature-dependent thermal conductivities were measured of all materials used in the model. The materials used for these measurements were of the same thickness as the ones installed in the Charleston test wall and originated from the same sources. The VIP, PIR and HD-PIR samples were obtained from the same respective manufacturers. The other materials were of the same brand and were acquired locally. Figure 9 shows the measured thermal conductivities of the insulation materials as functions of temperature. The measurements were made according to ASTM C518 [20] . The conductivities are shown as functions of the mean measurement temperatures in Figure 9 . The plate temperatures, i.e., the temperature difference imposed on the specimens, are represented by the horizontal bars associated with the fiberglass conductivity plot. The same temperatures were used for measurements of all samples. The conductivities of fiberglass and VIP samples rose monotonously with temperature, but the conductivities of PIR and HD-PIR samples showed a non-linear behavior. Higher conductivities of PIR foam are typically observed at low temperatures due to condensation of the blowing agents within the PIR microstructure [15] .
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Though they are not shown in Figure 9 , thermal conductivities of gypsum board and OSB samples were also measured. The conductivity of gypsum board varied almost linearly from 0.162 to 0.165 W/m·K at mean temperatures of -10 to 50 °C. The OSB conductivity varied from 0.092 to 0.112 W/m·K over -10 to 50 °C. 
Simulation results
The primary intent of the simulations was to check the need for incorporating temperaturedependent thermal conductivities as model inputs by comparison with measurements from natural aging tests. The hourly measured exterior and interior surface temperatures were used as the boundary conditions for the 1D model shown in Figure 3 . The calculated ('Cal.') and measured heat fluxes at the OSB-fiberglass interface were compared to evaluate the efficacy of the simulations. Two sets of simulations were performed, one with constant thermal conductivities at 23.9 °C ('const. k') and another with temperature-dependent conductivities (k(T)) of the different materials. Figure 10 compares the measured and calculated heat fluxes over 4-day periods during the first winter and summer of the natural aging test. The quick oscillations in the heat fluxes during winter were caused by the heating system turning off and on in response to the heating set point; similar oscillations were observations in the interior surface and room temperatures. The agreement between the calculations and measurements was observed to be better during the winter period. It is interesting to note the behavior of the calculated heat fluxes with 'const. k' and 'k(T)'. During the winter period, the calculated heat flux magnitudes with the 'k(T)' model were consistently lower than the 'const. k' model, and vice-versa during the summer period. This is as per expectations, given the temperature-dependent conductivities of the VIP, which dictates the overall thermal resistance of the wall. Figure 11 shows the calculated temperatures at the mid-point of the VIP from the 'k(T)' model. Though they are not shown in Figure 9 , thermal conductivities of gypsum board and OSB samples were also measured. The conductivity of gypsum board varied almost linearly from 0.162 to 0.165 W/m·K at mean temperatures of −10 to 50 • C. The OSB conductivity varied from 0.092 to 0.112 W/m·K over −10 to 50 • C.
Simulation Results
The primary intent of the simulations was to check the need for incorporating temperature-dependent thermal conductivities as model inputs by comparison with measurements from natural aging tests. The hourly measured exterior and interior surface temperatures were used as the boundary conditions for the 1D model shown in Figure 3 . The calculated ('Cal.') and measured heat fluxes at the OSB-fiberglass interface were compared to evaluate the efficacy of the simulations. Two sets of simulations were performed, one with constant thermal conductivities at 23.9 • C ('const. k') and another with temperature-dependent conductivities (k(T)) of the different materials. Figure 10 compares the measured and calculated heat fluxes over 4-day periods during the first winter and summer of the natural aging test. The quick oscillations in the heat fluxes during winter were caused by the heating system turning off and on in response to the heating set point; similar oscillations were observations in the interior surface and room temperatures. The agreement between the calculations and measurements was observed to be better during the winter period. It is interesting to note the behavior of the calculated heat fluxes with 'const. k' and 'k(T)'. During the winter period, the calculated heat flux magnitudes with the 'k(T)' model were consistently lower than the 'const. k' model, and vice-versa during the summer period. This is as per expectations, given the temperature-dependent conductivities of the VIP, which dictates the overall thermal resistance of the wall. Figure 11 shows the calculated temperatures at the mid-point of the VIP from the 'k(T)' model. During winter, the temperatures were predominantly below 23.9 • C and the temperatures were predominantly above 23.9 • C during summer. As mentioned earlier, the 'const. k' model used the measured conductivity at 23.9 • C. As observed from Figure 4 , the conductivity of VIP increased consistently from low to high temperatures. Thus, the calculated winter heat fluxes are expected to be lower and the calculated summer heat fluxes higher with the 'k(T)' model. During winter, the temperatures were predominantly below 23.9 °C and the temperatures were predominantly above 23.9 °C during summer. As mentioned earlier, the 'const. k' model used the measured conductivity at 23.9 °C. As observed from Figure 4 , the conductivity of VIP increased consistently from low to high temperatures. Thus, the calculated winter heat fluxes are expected to be lower and the calculated summer heat fluxes higher with the 'k(T)' model. Figure 12 compares the measured and the 'k(T)' model-calculated heat fluxes over the entire natural aging test period. In general, the model underestimates the peak heat fluxes during both winter (peak heat losses) and summer (peak heat gains). The discrepancies can be due to uncertainties in the measurements and test wall configuration that are not captured by the model. Another possible reason is presence of two-dimensional heat transfer effects due to the edge effects around the VIPs [19] and wood framing that is not captured by the 1D model that coincides with the center of the cavity. However, the discrepancies are observed to increase over time and are more pronounced During winter, the temperatures were predominantly below 23.9 °C and the temperatures were predominantly above 23.9 °C during summer. As mentioned earlier, the 'const. k' model used the measured conductivity at 23.9 °C. As observed from Figure 4 , the conductivity of VIP increased consistently from low to high temperatures. Thus, the calculated winter heat fluxes are expected to be lower and the calculated summer heat fluxes higher with the 'k(T)' model. Figure 12 compares the measured and the 'k(T)' model-calculated heat fluxes over the entire natural aging test period. In general, the model underestimates the peak heat fluxes during both winter (peak heat losses) and summer (peak heat gains). The discrepancies can be due to uncertainties in the measurements and test wall configuration that are not captured by the model. Another possible reason is presence of two-dimensional heat transfer effects due to the edge effects around the VIPs [19] and wood framing that is not captured by the 1D model that coincides with the center of the cavity. However, the discrepancies are observed to increase over time and are more pronounced during the summer periods (May-September) of 2017 and 2018. Table 2 lists the average of the Figure 12 compares the measured and the 'k(T)' model-calculated heat fluxes over the entire natural aging test period. In general, the model underestimates the peak heat fluxes during both winter (peak heat losses) and summer (peak heat gains). The discrepancies can be due to uncertainties in the measurements and test wall configuration that are not captured by the model. Another possible reason is presence of two-dimensional heat transfer effects due to the edge effects around the VIPs [19] and wood framing that is not captured by the 1D model that coincides with the center of the cavity. However, the discrepancies are observed to increase over time and are more pronounced during the summer periods (May-September) of 2017 and 2018. Table 2 lists the average of the percent difference between the measured and calculated peak heat gains during the month of May from 2017 to 2019. The average percent differences increased progressively with both the 'const. k' and 'k(T)' models. The results presented in Figure 12 and Table 2 clearly indicate the impact of the gradual thermal performance degradation of the test wall due to aging of the VIP resulting in higher measured heat fluxes during subsequent years. The aging phenomenon is currently not captured by the 1D model, which only incorporates temperature-dependent conductivities. 
Model input
May 2017 May 2018 May 2019
Constant k 23% 28% 38% k(T) 21% 26% 37%
Summary, Conclusions and Future Work
This article evaluates the natural aging of a foam-VIP composite insulation in a real building application. The long-term performance of the foam-VIP composite is compared to a regular polyisocyanurate foam insulation board. The VIPs consist of a fumed silica core and polymeric barrier films. Based on the test data, the VIPs are showing signs of progressive degradation in thermal performance. One-dimensional numerical models utilizing constant and temperature-dependent thermal conductivities were created and their results were compared with the measurements. The model results showed the need to include both temperature and time-dependent thermal conductivities of VIPs for accurate predictions of thermal performance.
A future research task is to create two-dimensional models of the test walls to improve the accuracy of the model results. Two-dimensional models would capture the edge-effects due to the VIP barrier films as well as the heat transfer through the wood frames. The research team is collaborating with industry partners and performing research on new core and barrier film materials that can improve the long-term thermal performance of VIPs. Table 2 . Average difference between the daily peak heat gains between calculations and measurements during the month of May over three years.
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